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DEVICE SYMBOLS
Pt EQUIPNENT PAD
Ny MANUAL PAD MOUNTED 3 PHASE SWTCH
[ 3 PHASE VOLTAGE SENSOR
@ Vs 1 PHASE VOLTAGE SENSOR
- St 3 PHASE MOTOR OPERATED SWITCH
EA" 3 PHASE FAULT INTERUPTER (BREAKER)
(GO FAULT INDICATOR
mmu I$ CURRENT SENSOR
B 15 kV DISTRIBUTION CABLE
B - SINGLE MODE FIBER OPTIC PAR
—_— SIGNAL CABLE
- SERIAL CABLE OR CONNECTION
CON-N COMMUNICATIONS CABLE
MB-N MIRRORED BITS CABLE
NO NORMALLY OPEN
[351=N] SEL351 50/51 RELAY
B51=N SEL351 50/51 RELAY ADDITIONAL 1/0
[2829] SEL-2829 SINGLE MODE FIBER OPTIC TRANSCEIVER
2800 SEL-2800 MULIT MODE FIBER OPTIC TRANSCEIVER
[z100] SEL 2100 MIRRORED BITS LOGIC PROCESSOR
2506—N| SEL 22506-N MIRRORED BITS 1/0 MODULE (ANNUNCIATOR)
[2030] SEL 2030 COMMUNICATIONS PROCESSOR
patch SINGLE MODE FIBER OPTIC PATCH PANEL
NOTES:

1) PROVIDE LOCAL "CLOSE" & "OPEN" MANUAL
PUSHBUTTONS WITH SWITCH—POSITION INDICATING LAMPS FOR
LOCAL OPERATION OF MOTOR OPERATOR S1 & S2.

2) PROVIDE SWITCHGEAR WITH ONE LOCAL/REMOTE SWITCH
TO DISABLE REMOTE OPERATION.

3) PROVIDE INTERNAL CONTACT FOR REMOTE LOW PRESSURE
SF6 INDICATION.

4) PROVIDE LOCAL "CLOSE” & "OPEN” MANUAL
PUSHBUTTONS WITH SWITCH—POSITION INDICATING LAMPS FOR
LOCAL OPERATION OF MOTOR OPERATOR S3, S4 & S5.

5) PROVIDE LOCAL "CLOSE” & "OPEN” MANUAL
PUSHBUTTONS WITH SWITCH—POSITION INDICATING LAMPS FOR
REMOTE OPERATION OF MOTOR OPERATOR S1 & S2.

6) PROVIDE LOCAL & REMOTE BATTERY TEST SWITCH TO

INITATE A BATTERY TEST FOR BATTERY IN VISTA 302 AND
VISTA 321 SWITCHGEAR.

SEE SPECIFICATIONS FOR ADDITIONAL REQUIRMENTS.
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